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cus, ASH CROWE CEHENT BEST cny SEATTLE UA

SUB NAME I1CDMNS 5U8 UN|T # clh,:,.

NAMEPLATE DATA
MFC. "O™ EOUIP TYPE TRAKSFDRNER

DATE MFG. 1RANS CLASS

j S/N IMPLUfNCE

KVA 'i3" PHASE/CYCLE
PP.I 2,400 uoiiiD TYPE DII-

SEC 4,160 GA;. LKXIID li'Sfl

VISUAL INSPECTION

PA,NTCOND,T,ON
 m

 LEAKS TSV BUSHINC COKPART«EJ(T

FIELD SERVICE

1 .[• - - ,' " ' -^ - - ' -: - - • • - " • - " "• ' '-

LIQUID SCREEN

DATE SERVICE LEVEL TEMP P/V AGIO IFT
4/00/82 NORMAL AO C 3.0 .040 AC 3E.3 AC

2/05/34 NORKAL 31 C 2.0 .030 AC 34.3 AC

CONJOT5 TRANSFORNER OIL TEST DATA ACCEPTABLE, HOKVEft STUDIES

t- .; . ' -: . .
GAS-IN-OIL ANALYSIS/ GAS Cl-

CARBON
DATE SERVICE HYDROGEN OXYGEN NITROGEN METHANE MONOXIDE

7/13/82 418 3433 41801 £3 388
2/03784 48 1M4 83103 88 399
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FREWJHT. £A V^ frjj 0010

„,, OOE54200 0;...'̂ ,>.-P 2'«/W

LOCATION «m»OOR/SBOU»

ADDITIONAL EQUIPMENT

BAOIATORS CONSERVATOR
vrc yn

FANS TAP CHANGER

HMCOC1CB ND BUSHING LOC 'IDE ENCLOSED

OH PUI/PS RECLAIMER 1B ^^T

„.,„,, 1. 00 INCH po l v£Rv /A

BOTTOM FPV 2-0(l »«" OTHER ACCLHS TDP INSPECTION

'////////////////////,
PCB CONTENT / EXPRESSED IN PPM

DATi OF l?<2 I2i« IJ60 TO'AL
SWICE AHOCLOR AROCLOR AROCLOfi CONTENT
zmiu ND

COLOR LABEL »«EEN CUjj WBI-PCB

/////////////////////.
TEST DATA

OIEI ' COlOn SP. GR VISUAL SEDIMENT
31 AC 1.00 AC O.B70 AC CLEAR AC NONE

44 AC 1.00 AC 0.870 AC CLEAR AC NONE

INDICATE OXIDATION BT-PRQOUCTS TRAPPED IN INSULATION.
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PLATE
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/
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/
/
/

AC
AC

i

mOMATOGRAPHY EXPRESSED IN PPM

CARBON TOTAL TOTAL
DIOXIDE ETHANE ETHYLENE ACETYLENE COMBUSTIBLE GsS
13447 17 TRACE « 846 79731
13390 89 1 ND 783 103174

USEPA SF

1261183
RECOWEHBATIUt » OWOTS

RETEST 1 TEAR t B-TKE ANALTSIS OF THIS SAMPLE SHOKS NO SIGNIFICANT INCREASE IN THE COfflUSTIBLE GAS VOLOffi.
t
t
t

KEY TO ABBREVIATIONS: AC- ACCEPTABLE QU — QUESTIONABLE UN - UNACCEPTABLE

AGC2F000196



TRANSFORMER CONSULTANTS
A DIVISION OF S.O MYERS INC

3890 NOWBT AVENUE, SUITE A, FREMONT, c« r"

CUSI

rrirG

S/N

ASH GROVE CEMENT WEST
KUHLMAN 7,500 2. 408

4,160

fllHE SUS
I D S

0010

0025-1200

nw7-:. .'SERVICE
gone; ->> *;

iKARL FISCHER TESTING/MOISTURE CONTENT/EXPRESSED IN,PPM ,

:;.. ./ . • '... ' • l«qtSIURE.. • .:•• ,. .-. : ftflCEKI .'! ,' tEfl'pBIt . '

..'- TEMPERATURE PPM- V .. MOBIURE/BWWBBHr MOISlUWf-,SA1\JRMIQN

- ' • ' • - - • ' • • : - * • " ' -

ICP/METALS-IN-OIUEXPRESSED IN PPM

DA1£ SERVICE ALUMINUM IRON ZINC COFFER LEAD SILVER
E/05/86 KO HD KB .840 ND X

TIN MOLVBDENUM

HO NO
CADMIUM

KO

NOTE-TNE ANALYSIS DF THIS SAMPLE DDES NOT SffiW ANT ABNORMALLY HIGH AHOUNTS OF DISSOLVED NETAt5. THIS DATA SERVES AS A BASELINE UPON
WHICH FUSfHER EVALUATIONS WILL REST. COIMEKT - RETEST 1 TEAR.

DATE SERVCE
S/55/86

LIQUID POWER FACTOR

25 C 100 C
.0071 AC .4101 AC

KEY TO ABBREVIATIONS: AC - rtf.CHPIAHLf CU — OUfSHOMABLr U5J — UPvMC-CSTftii f
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